REFERENCE DWGS: SHEET NOTES

4BSOAEOHGC (i) EXTEND (E) CIRCUT TO NEW FIXTURE AND CONNECT
4BSOAE112A o
4B50AE1134 (~LOGIC AND PANEL WIRING DIAGRAMS (2) INSTALL (N) CONDUIT & WIRING AND TIED TO () LIGHT CIRCUIT.
4BSOAEDS0C
4BSOAEOSTE, (3) FIRE ALARM CONNECTION TO MAGNETIC DOOR HOLDER.
(%) PROVIDE EXTENSION RING AT (E) SMOKE DETECTOR JUNCTION BOX
TO INTERGEPT NEW CONDUT AND WIRING. ' USE (E) ZONE 2815.
T2 (5) FENOVE (E) DOOR HOLDER. CONDUT AND WIRNG UP TO THE (€)
SMOKE DETECTOR TO REMAIN.

(&) RENOVE AND RE-INSTALL (E) LIGHT FIXTURE.
() BREAK (E) FA ZONE 2515 LOOP WRING AND INTERCEFT
(N) WIRING.

@ REMOVE (E) DOOR HOLDER. INSTALL NEW DOOR HOLDER
WITH INTERNAL SMOKE DETECTOR. NORTON PTD-24
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2\ FIRST FLOOR PARTIAL PLAN-LTG.
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/3 FIRST FLOOR PARTIAL PLAN-SIGNAL

@ SCALE: 1/8"=1'-0"

DESIGN CRITERIA

56. CONSTUCT A NEW 2 HOUR FIRE RESISTVE ENTRY VESTIBULE
AT THE SOUTHEAST gggéER OF THE SECOND LEVEL, WITHIN

THE FOOTPRINT OF
/) FIRST FLOOR DEMO. & CONSTRUCTION PLAN o 17, ADDIONA EXT S To OCATE T DRECTON
@ SCALE: 1/16°=10" 100 FRON THE NEAREST VISIBLE SIGN.
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